Fire station are operating fire pump truck to suppressing fire. But it doesn't have sufficient performance to deal with high-rise building disaster. Some fire station have extra-high pressure pump for high-pressure water discharge, but due to its expensive cost, it's practically impossible that allocate to all fire station. So it requires method for suppressing high-rise building fire with non-extra high pressure fire pump. Fire department connection system is installing to more than 70 m height buildings, for directing fire suppression. But, there is possibility of malfunctioning of this system. So we designed moveable fire pump apparatus system for substitute for fire department connection system.
고층건축물 화재발생 현황 및 사례 분석
나타내었다. 
